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4. [bookmark: __RefHeading___Toc489362553]Scheduling
4.1. [bookmark: __RefHeading___Toc489362554]Overview of the Day-Ahead Scheduling Process
The typical Day-Ahead Scheduling Process will follow the following timeline:


	Time Period at or before:
	Qualified Scheduling Entity (QSE) Submission
	ERCOT Action

	Day Ahead

	
	

	0600
	
	 – Publish updated transmission system information, Load Forecasts (CM zone, and by total ERCOT Transmission System), Ancillary Service (AS) Plan, AS responsibility, mandatory decremental Balancing Energy bid percentage requirements and transmission loss factors

	1100 
	– Balanced Energy Schedule of Obligations and Resources
– Self-Arranged AS Schedule
– Transmission Congestion Rights (TCRs) if any 
	-Validate Schedules and notify affected Qualified Scheduling Entities (QSEs) of any invalid or mismatched schedules s 

	1115
	-Resubmit corrected schedules
	– Review Schedules: Commercial Model
– CSC Congestion
· Notify QSEs of Congested CSCs
· Post schedule impact on CSCs
· Notify QSEs of any difference in ERCOT’s zonal load forecast and the aggregate of QSE schedules in a zone.

	1300
	– Updated Balanced Energy Schedule of Obligations and Resources
– Updated Self-Arranged AS schedule
– AS bids to supply AS to ERCOT AS Market
– TCRs, if any
	-Validate Schedules and notify affected QSEs of any invalid or mismatched schedules

	1315
	-Resubmit corrected updated schedules.
	Validate resubmitted schedules and adjust as necessary. 


	1330
	
	Purchase AS through ERCOT AS Market in order to complete ERCOT’s Day– Ahead AS plan.
Review and post Day-Ahead MCPs for Capacity (MCPC) for each Day-Ahead AS market operated by ERCOT.

	1400
	Submit updated AS schedule that includes Self-Arranged and AS bids selected to ERCOT.
	· Review and validate AS schedules as necessary. 

	1400
	END OF DAY AHEAD PERIOD
	

	1430
	– Submit Resource Plans with non-binding unit-specific information
– Submit Replacement Reserve Service (RPRS) Bids and associated Balancing Energy bids.
	Verify that Resource Plans are sufficient to meet the QSE schedule. If not, ERCOT will notify the QSE.

	 by 1630
	
	– Evaluate Resource Plans to determine system security
–Evaluate RPRS needed to correct CSC, and operational congestion – Operational Model, and capacity insufficiency.

	by 1630
	
	– Create merit order of RPRS by Zone or Operational Constraint as applicable

	by 1630
	
	· Determine if OOMC service is needed
· Determine if RMR service is needed

	by 1630
	
	– Determine MCPC for RPRS by Zone as applicable

	by 1630
	
	– Close and clear day-ahead RPRS market

	After 1630
	Modify RPRS bids 
	

	
	
	

	Adjustment Period 
	
	

	Time T=0, beginning of an hourly adjustment period
	·  Submit updated Balanced Energy schedule of Obligations and Resources
· Submit bids for Balancing Energy including any mandatory decremental Balancing Energy bids
· Submit updated Self Arranged AS schedule (the amount of self-arranged AS may not change from day-ahead, however, the resources supplying the self-arranged AS may be altered)
· TCRs, if any
· Submit updates to Resource Plan
· Submit Bids for RPRS
	· Review updated AP Balanced Energy schedule
· Review updated Resource Plans
–Review updated Self Arranged AS Schedule
Validate Schedules and notify affected Qualified Scheduling Entities (QSEs) of any invalid or mismatched schedules. 
Identify CSC or non-CSC congestion or capacity insufficiency

	+15 minutes
	Resubmit corrected schedules.
	– Identify need for additional RPRS

	+30 minutes
	
	– Notify market of intent to purchase RPRS at time T+90 minutes

	+60 minutes
	 (Same as time 0)
	· Review Updated AP schedules
Review updated Self-Arranged AS Schedule
· Validate Schedules and notify affected Qualified Scheduling Entities (QSEs) of any invalid or mismatched schedules.

	+75 minutes
	Resubmit corrected schedules.
	· Re-evaluate the need for RPRS based on the updated AP schedules


	+90 minutes
	
	– Purchase needed RPRS using bids received at time T = 0 

	T+120 minutes
	(Same as time 0)
	

	Close of AP
	Submit final Resource Plan.
	Review updated final Resource Plan.



4.2. [bookmark: __RefHeading___Toc489362555]Scheduling-Related Duties of ERCOT
ERCOT is responsible for administering the Day-Ahead and Adjustment Period Scheduling Processes through which final schedules for energy and Ancillary Services are submitted by QSEs and a current Operating Plan is developed for use by ERCOT (the Control Area Operator) in operating the ERCOT System in Real Time. To fulfill its responsibilities with respect to providing information to the market necessary for QSEs to schedule energy and Ancillary Services, ERCOT shall:

(1)	Publish forecasted system conditions and load for the next 7 days, by hour, for use by QSEs in preparing Day-Ahead and Adjustment Period Schedules. ERCOT will also post any area load forecasts that were used to create the system load forecast;
(2)	Validate the QSEs’ energy schedules and make adjustments as necessary in accordance with the validation process; and 
(3)	Validate Ancillary Service bids and Self-Arranged Ancillary Service resources.
4.3. [bookmark: __RefHeading___Toc489362556]Scheduling Duties of Qualified Scheduling Entities
Except as provided for in Metering Section 10.1.1.1, Meter Splitting, ERCOT will do or ensure the following:
(1) Only accept schedules from a QSE, requiring each load and each generating resource to be represented by a QSE. 
(2) Each Settlement Meter must be represented by only one QSE. 
(3) Each Retail Electric Provider (REP) must also be represented by only one QSE. 
4.3.1. Functions and Activities
The activities of the QSE include the following: 
(1)	Submitting Balanced Schedules for the aggregate of all obligations and resources for entities which it serves as QSE, by relevant transmission Congestion Zones;
(2)	Including scheduled energy and Ancillary Services supply deliveries to or from other QSEs and ERCOT in each Balanced Schedule;
(3)	Including estimated Transmission Losses and Distribution Losses (T&D Losses) in each Balanced Schedule;
(4)	Submitting Self-Arranged Ancillary Services schedules;
(5) Voluntarily providing bids for Ancillary Services to ERCOT;
(6) Submitting decremental Balancing Energy bids to ERCOT as required; 
(6)	Submitting and updating a Resource Plan for each entity which it serves, indicating each resource’s availability, operating status, and other information as required;
(7)	Coordinating and allocating curtailments and interruptions in Load and the altering of schedules at the request of ERCOT.
4.3.2. Operations of the Qualified Scheduling Entity
Scheduling Center Requirement. A QSE shall maintain a 24-hour, seven-day-per-week scheduling center with qualified personnel for the purposes of communicating with ERCOT for scheduling purposes and for the deployment of the QSE’s Ancillary Services in Real Time. 
QSE Representative. Each QSE shall, for the duration of the scheduling process and settlement period for which the QSE has submitted schedules to ERCOT, designate a representative who shall be responsible for operational communications and who shall have sufficient authority to commit and bind the QSE. 
4.3.3. Requirement for Balanced Schedules.
A QSE shall submit to ERCOT only Balanced Schedules in the Day-Ahead Scheduling Process and the Adjustment Period. A schedule shall be treated as a Balanced Schedule when aggregate resources equal aggregate obligations. If a QSE submits a schedule that is not a Balanced Schedule, ERCOT shall reject that schedule in accordance with Section 4.4.13. 
4.4. [bookmark: __RefHeading___Toc489362557][bookmark: _Ref485124449]Day-Ahead Scheduling Process
4.4.1. Overview
ERCOT will implement the Day-Ahead Scheduling Process as described in this section. 
4.4.2. [bookmark: _Ref485033315]Decision to Extend Day-Ahead Scheduling Process to Two-Day-Ahead Scheduling Process
ERCOT will notify the market, through the emergency notification process, of any system conditions that require the Day-Ahead Scheduling Process to be extended to two days ahead. During a period that Two-Day-Ahead schedules are required, all scheduling process requirements that apply to Day-Ahead will similarly be applied to Two-Day-Ahead schedules, including ERCOT forecast of system conditions and load for the next two days, Balanced Schedules for the next two days, and Ancillary Services responsibility allocation for the next two days.

4.4.3. [bookmark: _Ref485033315]Advance Publication of Forecasted System Conditions 
No later than 1600, two days prior to the Operating Day, ERCOT shall publish the following information for each Settlement Period of the Operating Day: 
(1) A forecast of conditions on the ERCOT System, including transmission line and other transmission facility outages;
(2) A forecast of Total (transmission) Transfer Capability including any relevant information describing forecasted transfers for each CSC interface.
What does a “forecasted transfer” mean as opposed to ATC? And why would ATC not be provided?
(3)	Weather forecasts by Load center.

4.4.4. [bookmark: _Ref485033336]Notification to the Market of ERCOT’s Day-Ahead Ancillary Services Plan
Before 0600 of the Day Ahead, ERCOT will analyze the next day’s expected load conditions and develop a Day Ahead Ancillary Services plan that identifies the amount of each Ancillary Service necessary for each hour of the next day. 
4.4.5. [bookmark: _Ref485033336]Notification to QSEs of Forecasted Ancillary Service Obligations 
ERCOT will notify QSEs by 0600 of the Day Ahead of their estimated Ancillary Service obligations. The obligation will be assigned by REP and will be aggregated to the QSE level. 
4.4.6. Notification to QSEs of Mandatory Decremental Balancing Energy Bid Percentage Requirements
ERCOT will notify QSEs by 0600 of the Day Ahead of its percentage requirement for decremental Balancing Energy bids by CM zone for each hour of the Operating Day.  Each QSE shall supply decremental Balancing Energy bids to ERCOT at the end of the Adjustment Period, along with any other Balancing Energy bids.  Decremental Balancing Energy bids shall be supplied for at least the percentage requirement posted by ERCOT multiplied by the QSE’s scheduled resources in each CM zone less any QSE trades, averaged over the hour.  
4.4.7. Notification to QSEs of Transmission Loss Estimates
ERCOT will notify QSEs by 0600 of the Day Ahead of the estimates for ERCOT-wide transmission losses for each Settlement Interval of the Operating Day. 
4.4.8. Update of Forecasted System Conditions
At 0600 of the Day Ahead, ERCOT shall update and publish the forecasted system conditions. ERCOT shall also update and provide this information periodically throughout the day, as forecasts and system conditions change. 
4.4.9. [bookmark: _Ref485046527]Submittal of Day-Ahead Schedules and Ancillary Services Schedules 
QSEs will submit Day-Ahead schedules to ERCOT before 1100 of the Day Ahead. The Day-Ahead schedules must include a balanced set of obligations and resources. Resources scheduled by the QSE may consist of groups of resources, specific resources, or trades from other QSEs. Obligations scheduled by the QSE may consist of REP loads or trades to other QSEs. REP loads scheduled by the QSE must include adjustments for T&D Losses. Obligations and resources must be scheduled by Congestion Zone. Although the schedules must be balanced, they are not required to be balanced by Congestion Zone. [A load acting as a Resource may be represented by a PGC, but must be represented by the same QSE as the REP serving the load.] 
Day-ahead schedules may also include Self-Arranged Ancillary Services provided by the QSE to meet all or a portion of its Ancillary Services obligation. Self-Arranged Ancillary Services may consist of groups of resources, specific resources, or trades with other QSEs. 
4.4.10. [bookmark: _Ref487501788]ERCOT Notification of CSC Congestion and/or Capacity Insufficiency based on 1100 Balanced Schedules
ERCOT will notify QSEs by 1115 of any CSC Congestion as indicated by the Commercial Model and based on an evaluation of the QSE data supplied in the 1100 Balanced Schedules. ERCOT will also notify QSEs by 1115 of any capacity insufficiency, by Congestion Zone, based on the difference between ERCOT’s zonal load forecast and the aggregate of QSE schedules in a Congestion Zone. 
4.4.11. QSEs Submittal of Updated Balanced Energy Schedules
QSEs may submit an updated and revised Balanced Schedule at 1300 if ERCOT has issued notification that there is either CSC congestion or capacity insufficiency indicated by the Day-Ahead Schedules at 1100, as indicated in Section 4.4.10. Schedules may not be updated unless such a notification has been issued by ERCOT. 
4.4.12. Ancillary Services Bid Submittal
QSEs may submit AS bids to ERCOT for any AS market open during the Day-Ahead Period by 1300.  Submitted bids remain active for any period until selected by ERCOT, automatically expired by software at the time selected by the QSE, or removed by the QSE.  For any AS bid, a QSE must provide:
(1)	The market for which the bid is being supplied;
(2)	The period of time for which the bid is submitted;
(3)	A dollars per megawatt price for the capacity bid;
(4)	The quantity of capacity for which the bid price is effective;
(5)	Any ties to other bids in other ERCOT Day-Ahead AS markets that may require those bids to be removed from those markets if a bid is selected by ERCOT in an earlier clearing market; and
(6)	Expiration time of the bid.

4.4.13. [bookmark: _Ref487501855][bookmark: _Ref487501836][bookmark: _Ref487501813][bookmark: _Ref487501709]ERCOT Validation of Qualified Scheduling Entity’s Day-Ahead Schedules and Bids
At 1100 on the Day Ahead, ERCOT shall validate all of the data submitted by each of the QSEs in the Day-Ahead Scheduling Process, as described in Section 4.7. ERCOT will notify the affected QSEs of any invalid or mismatched schedules. ERCOT shall provide the QSEs with an opportunity to submit corrected information by 1115 if their schedules were either invalid or mismatched. Any remaining discrepancies or mismatches shall be adjusted by ERCOT as described in Section 4.7. 
If QSEs are allowed to submit updated Schedules, at 1300 of the day prior to the Operating Day, ERCOT shall perform a final validation of the data submitted by the QSEs from the updated 1300 schedules. ERCOT will notify the affected QSEs of any invalid or mismatched schedules. ERCOT shall provide the QSEs with an opportunity to submit corrected information to ERCOT by 1315 if their schedules were either invalid or mismatched. Any remaining discrepancies or mismatches shall be adjusted by ERCOT as described in Section 4.7.
[Should tangible confirmation of  QSE schedule matches be provided for review?  Should both QSE’s be notified of a mismatch initiated by one QSE or only the submitting QSE notified of the mismatch.  If only the submitting QSE is notified of a mismatch then how much time should be allowed to correct the mismatch (currently 15 minutes  eg; 1100 to 1115 and 1300 to 1315).   Are notifications of mismatches made continuously or at a set time (eg; 1100).  There are no consequences to the QSE’s for not having a balanced schedule submitted at 1100.]
[bookmark: _Ref484939370]Note: most recent redline from OWG removed iteration where ERCOT announces CSC congestion, provides QSEs the opportunity to update schedules, and re-evaluates CSC congestion. These markouts are shown in red line version.
4.4.14. [bookmark: _Ref484939370]ERCOT Day-Ahead Ancillary Services Procurement Process 
ERCOT will purchase Regulation Up, Regulation Down, Responsive Reserves and Non-Spinning Reserves by 1400 in accordance with Section 6.6, Selection Methodology, to complete ERCOT’s Day-Ahead Ancillary Service plan. ERCOT will review and then publish the MCPs for Capacity (MCPCs) for each Day-Ahead Ancillary Service on OASIS. The MCPC at the completion of ERCOT’s Day-Ahead Ancillary Service plan will be posted by 1400.  After 1400, these MCPCs may change due to subsequent purchases of AS during the Adjustment Period.

4.4.15. ERCOT Notification of Selected Ancillary Services Bids
By 1400, ERCOT will provide Final DA Schedules to QSEs, including the Ancillary Services ERCOT will procure from each QSE in the DA market.
4.4.16. QSE Resource Plans
Each QSE that represents a resource will present a Resource Plan to ERCOT at 1430.  These resources may be either specific generating units or load resources. The Resource Plan should indicate the availability of the resources represented by the QSE and the planned energy of each resource, for each hour of the Operating Day. Resource availability information should include an indication of the reason for any availability of less than the resource’s rated capacity.  A resource may be listed as unavailable to ERCOT if its capacity has been committed to markets in regions outside of ERCOT.
The Resource Plan should accommodate the combined quantity of resources  scheduled by that QSE including AS resources.  This description (not requiring that Resource Plans MATCH balanced energy schedules) reflects the fact that some of the OWG do not believe it is necessary to run the security analysis with energy schedules that are equal to those submitted by QSEs in the balanced schedules.  At the same time some members also believe that it would not be a burden to make the Resource Plans match even though it is not reflected here.
4.4.17. [bookmark: _Ref485108834]ERCOT Receipt of Replacement Reserve Service Bids 
QSEs will submit unit-specific Replacement Reserve Service (RPRS) bids to ERCOT by 1430. RPRS bids will have the following components:
(1)	A dollar per megawatt capacity  price at which the supplier will provide the service;
(2) An hourly dollar per megawatt “operational price”;
(3) A Balancing Energy bid curve in $/MWh for each hour that the RPRS capacity bid is effective;
(3)	Designation of the specific resource;
(4)	Designation of the amount of capacity represented by the bid;
(5)	The hours that the bid is effective; and
(6)	The minimum time until resource is available for Balancing Energy deployment in hours.

Is this a 10 bid/quantity pairs, or some other offer structure. A $/MW bid......

4.4.18. ERCOT Evaluation of System Security and Adequacy Using the Operational Model
ERCOT will evaluate Operational congestion, CSC congestion, and capacity insufficiency using the Operational Model.  ERCOT will conduct its evaluation using information supplied in QSE schedules, Resource Plans and ERCOT forecast of Operating Day load.
ERCOT will determine the level of resources available to meet next-day reliability needs based on the Resource Plan.  ERCOT will also consider the on-line resources as possibly providing additional Balancing Energy bids.[footnoteRef:2]  [2:  If we are going include the Top Arrow / Bottom Arrow discussion, we need to be very explicit about what ERCOT will do with that informationERCOT.  Are we suggesting that ERCOT will buy less RPRS knowing that units are dispatched, suggesting that such unbid capacity may be called upon by ERCOT if needed?  And, if so, under what circumstance? The unbid capacity will be available through Balancing Energy bids.  If not, there is the OOM Energy structure for acquiring energy from these units.  ] 


4.4.19. ERCOT Procurement of Replacement Reserve Service As Needed
ERCOT will purchase RPRS by 1630 based on bids submitted at 1515, ERCOT’s 1100 load forecast, considering 1400 DA Schedules and in accordance with Ancillary Services Section 6.6, Selection Methodology. ERCOT will notify QSEs of accepted RPRS bids by 1630. Insufficient RPRS bids will be addressed with OOMC.
This needs to be trued up with 6.6.3 and 6.6.4, which suggest that RPRS may not be procured in the DA.
4.4.20. Direct Current Tie Interconnection Day-Ahead Scheduling Process
Direct Current Tie schedules will be conducted in accordance with these Protocols, North American Electric Reliability Council (NERC) scheduling Protocols, and in compliance with NERC Operating Policies. Scheduling must also be in accordance with any applicable Federal Energy Regulatory Commission tariffs.
ERCOT will perform schedule confirmation with the applicable Eastern Interconnection Control Areas and will handle approving the NERC tags as both the ERCOT Control Area and ERCOT Transmission Provider.
ERCOT will send DC Tie schedule profiles to the DC Tie Operator, who will control the tie to the schedules agreed to by both the SPP Security Coordinator and ERCOT.
A single QSE involved in each DC Tie export schedule will include the schedule as an obligation in its Balanced Schedule by using the identifier field indicating the appropriate DC Tie.
A single QSE involved in each DC Tie import schedule will include the schedule as a resource in its Balanced Schedule by using the identifier field indicating the appropriate DC Tie.
ERCOT will match the DC schedules submitted by the QSEs with schedules obtained through the NERC scheduling process to perform checkouts with adjacent Control Areas[footnoteRef:3] If a match does not exist between the DC schedule and the QSE schedule in ERCOT, ERCOT will not confirm the DC schedule with the Eastern Interconnection Control Area(s). [3: This check will be a special case of matching schedules, because there is not a second QSE for each schedule that the software can “match with” [software implication, remove from protocols?]] 

Any changes in the schedules due to an outage or derating of the tie will be communicated to ERCOT. 
DC Tie schedule(s) will be settled separately from other energy imbalance settlements utilizing the MCPE for the CM Zone.    Any imbalance between the net scheduled values and the actual metered values will be allocated to all QSEs scheduling across the DC Tie in the Settlement Interval regardless of the direction of the scheduled power flow.  
Imports into ERCOT via DC Ties will be treated as generation into the zone.  Exports out of ERCOT via DC Ties will be allocated Transmission Losses, TUoS, the appropriate amount of UFE allocated to the transmission connected customer category and ERCOT Administrative Fees.

4.4.21. ERCOT Deployment of Reliability Must-Run Generators
ERCOT shall notify each QSE of any adjustments to the QSE’s schedules of its Reliability Must-Run (RMR) resources under the terms of each RMR agreement. 

4.5. [bookmark: __RefHeading___Toc489362558][bookmark: _Ref485124469]Adjustment Period Scheduling Process 
4.5.1. Overview
The Adjustment Period (AP) begins following the close of the Day-Ahead market and continues until 1 hour prior to the Operating Period. During the AP, QSEs can make schedule adjustments and ERCOT can request additional bids as described below.
4.5.2. [bookmark: _Ref482707276]Receipt of Adjustment Period Schedule Changes
During the AP, QSEs may submit, change, or remove their energy schedules, Balancing Energy bids, or RPRS bids.  A QSE may also Self-Arrange additional ASs to the extent that obligations are increased due to ERCOT increasing its system requirements for AS after the DA Scheduling Process.  Changes made during the AP do not reduce any Ancillary Service obligations incurred as a result of the QSE’s DA Schedule. 
4.5.3. Receipt of QSE’s Balancing Energy Bid Curves;

ERCOT will receive QSE’s Balancing Energy bid curves.  QSEs may voluntarily submit incremental and decremental Balancing Energy bid curves to ERCOT for use in the operating period.   

QSEs may also be required to submit mandatory decremental Balancing Energy bid curves if called on to do so by ERCOT.  If so, the QSEs will submit an amount of decremental Balancing Energy bids sufficient to meet ERCOTs required percentage of decremental bids as posted at 0600 of the Day Ahead.  Decremental Balancing Energy bids shall be supplied for at least the percentage requirement posted by ERCOT multiplied by the QSE’s scheduled resources in each CM zone, less any QSE trades, averaged over the hour.  

4.5.4. ERCOT Approval of Schedule Changes
ERCOT will validate all AP Schedules in accordance with Section 4.7. 
4.5.5. [bookmark: _Ref484948278]ERCOT Evaluation of System Security and Adequacy Using the Operational Model
As required throughout the AP, ERCOT will evaluate Ancillary Service requirements, Operational Congestion, CSC Congestion, and capacity insufficiency using the Operational Model, based on updated QSE schedules, Resource Plans and the current ERCOT load forecast.
ERCOT will determine the level of resources available to meet next-day reliability needs based on the Resource Plan. ERCOT will also consider the on-line generation, neither scheduled nor bid as Balancing Energy, as possibly providing additional Balancing Energy bids.[footnoteRef:4]  [4:  If we are going include the Top Arrow / Bottom Arrow discussion, we need to be very explicit about what ERCOT will do with that information. If ERCOT is saying more than we (TCA) have drafted – that it is totally up to the QSE whether they run their units or not – then we have to be clear about what that is. Are we suggesting that ERCOT will buy less RPRS knowing that units are dispatched, suggesting that such unbid capacity may be called upon by ERCOT if needed? And, if so, under what circumstance?] 

4.5.6. ERCOT Notice of Need to Procure Replacement Reserve Service Resources 
During the Adjustment Period, after the evaluation referenced in Section 4.5.5, ERCOT may announce the need to procure RPRS in accordance with Section 6.6.3.1, Specific Auction Requirements for RPRS in the Adjustment Period.  Following an ERCOT notice of the need to procure any additional Ancillary Services, QSEs may adjust their Energy Schedules in accordance with Section 4.5.2.
4.5.7. [bookmark: _Ref487503935]ERCOT Use of Bids for Procuring RPRS
ERCOT will use in its procurement of RPRS the bids for RPRS that were submitted to ERCOT by QSEs by the beginning of the immediately preceding hour.
4.5.8. [bookmark: _Ref487503935]ERCOT Notice of Need to Procure Additional Ancillary Services 
During the Adjustment Period, after the evaluation referenced in Section 4.5.5, ERCOT may announce the need to procure additional Ancillary Services in accordance with Section 6.6.3, ERCOT Ancillary Services Procurement during Adjustment Period.
ERCOT Recent revisions removed a note here to allow the QSE's to self arrange.
 Floyd believes it is addressed in Section 6.  There is some question as to whether it's reasonable to allow QSE's to Self Arrange given the limits on quantities QSE's can self and the lack of information avail to the QSE's during this procurement regarding the nature of the procurement.
4.5.9. Additional Replacement Reserve Service and Ancillary Services Procurement as Needed
ERCOT will procure the additional Ancillary Services, including RPRS capacity, as required after the QSEs have had an opportunity to update their schedules.
[bookmark: _Ref485047017][bookmark: _Ref485047017]
4.5.10. Updated Resource Plans 
Before the close of the Adjustment Period QSEs shall update their Resource Plan to ERCOT showing availability, expected loading and limits of each unit to meet the QSE’s schedule so that ERCOT can reasonably assure itself of the ability to clear Congestion in Real Time.

4.6. [bookmark: _Ref485047017][bookmark: __RefHeading___Toc489362559]Operating Period Process
The Operating Period will begin after the close of each Adjustment Period. ERCOT will:
(1)	Deploy Balancing Energy as described in Section 6.7;
(2)	Make use of Ancillary Services as needed; 
(3)	Incorporate Dynamic Schedules into the Real Time dispatch process; 
(4)	Operate the ERCOT System in accordance with the Dispatch and Ancillary Services Protocols described in Sections 5. and 6;
(5)	Publish the MCPE immediately after the deployment of Balancing Energy for the upcoming Settlement Interval. 
4.7. [bookmark: __RefHeading___Toc489362560][bookmark: _Ref485033415][bookmark: _Ref484954638]Validation and Correction of Schedule Data
4.7.1. Overview
ERCOT will review and validate QSE-submitted schedule and bid data.
4.7.2. Schedule and Bid Validation Process
(1)	Balanced Schedules (1100 Day Ahead): Each QSE’s scheduled resources, load obligations,and inter-QSE energy trades must net to zero for the schedule to be accepted by ERCOT. 
(2)	Inter-QSE Energy Trade Mismatches: ERCOT shall use the following process to remedy mismatches in inter-QSE energy trades: 
If ERCOT detects a mismatch in the scheduled quantities or CM Zone designation for an inter-QSE energy trade, ERCOT shall promptly notify both the receiving QSE and sending QSE that a mismatch exists and shall allow them 15 minutes to resolve the mismatch and submit modified Schedules.
If the QSEs are unable to resolve the mismatch in the allotted time, then ERCOT shall adjust each QSE’s Schedule mismatch to zero, and schedule with ERCOT a resource or obligation in the amount to keep the QSE in balance.  ERCOT will charge a fee to each QSE for providing this service. [no longer saying how they will be adjusted?]
ERCOT shall notify each QSE whose Schedule has been adjusted as to the adjustment in its Schedule.
(3)	Inter-QSE Ancillary Services Trade Mismatches: ERCOT shall follow the following process to remedy mismatches in inter-QSE Ancillary Service trades.
If ERCOT detects a mismatch in the Ancillary Service type, scheduled quantities or locations for an inter-QSE Ancillary Service trade, ERCOT shall promptly notify both the receiving QSE and sending QSE that a mismatch exists and shall allow them 15 minutes to resolve the mismatch and to submit modified Schedules. 
If the QSEs are unable to resolve the mismatch in the allotted time ERCOT shall adjust the QSE’s Schedules to meet the AS Plan.  If  matching the AS obligation causes a shortage, then the Schedules will be matched to the resource.  If matching the AS resource causes an excess, then the Schedules will be matched to the obligation.  Any Schedule imbalance will be filled by the AS market to the extent possible. ERCOT will charge a fee to each QSE for providing this service.
Need more specific language to instruct ERCOT in what manner they will adjust while still meeting the AS plan, as only meeting the AS plan allows several solution, rather than one specific solution.
ERCOT shall notify each QSE whose Schedule has been adjusted as to the adjustment in its Schedule.
4.7.3. Availability of ERCOT Data Validation Rules and Software
ERCOT shall make copies of their validation rules and software available to the QSEs, enabling QSEs to pre-validate their data.
4.8. [bookmark: __RefHeading___Toc489362561]Confidentiality of Data
ERCOT shall under no circumstance publish or otherwise make available any commercially sensitive QSE-specific data, including an individual QSE’s Schedules or bids, except as may be required to comply with regulatory orders or with Section 18, Market Surveillance. In such cases, commercially sensitive data shall be made available only under the terms of suitable confidentiality agreements.
Create a more general confidentiality clause, perhaps best suited for the OASIS section, at which time this above section regarding confidentiality of scheduling data may be able to be deleted.

4.9. [bookmark: __RefHeading___Toc489362562]Publication of ERCOT Data on ERCOT Web Site
ERCOT will publish, on its web site, transmission system data, system demand data, forecasts, clearing prices, aggregated market data and other information in accordance with Section 12, ERCOT Data Notification System, to inform Market Participants during the Scheduling processes. 
4.10. [bookmark: __RefHeading___Toc489362563]Temporary Deviations from Scheduling Procedures
4.10.1. Deviations from Day-Ahead and Adjustment Period Scheduling Procedures
If ERCOT is unable to comply with any of the deadlines in Sections 4.4 or 4.5, it may temporarily deviate from those timing requirements to the extent necessary to ensure the secure operation of the ERCOT System Grid. Temporary measures may include variations of the timing requirements specified in Sections 4.4 or 4.5, including those described in Section 4.10.2, or omission of one or more procedures in the scheduling process. In such an event, ERCOT shall immediately declare an Emergency Condition and notify all QSEs, of the following: 
(1)	Details of the affected timing requirements and procedures;
(2)	Details of any interim requirements;
(3)	An estimate of the period for which the interim requirements will apply; and
(4)	Reasons for the temporary variation.
If, despite the variation of any time requirement or the omission of any step, ERCOT is unable to operate the Day-Ahead Scheduling Process, ERCOT may abort the Day-Ahead Scheduling Process and require all Schedules to be submitted in the Adjustment Period.
If, despite the variation of any time requirement or omission of any step, ERCOT is unable to operate the Adjustment Period Scheduling Process, ERCOT may abort the Adjustment Period Process and operate under its Operating Period Protocols.
Note: changes have been made to the Two-Day Ahead Scheduling Process.  Move the following discussion to Advisory Condition of the Emergency and Short Supply?
ERCOT will implement a Two-Day-Ahead Scheduling Process, as described in Section 4.10.2, under the following conditions:
[need detail on criteria for going with a 2-day process]
4.10.2. [bookmark: _Ref485124533]Timeline for Two-Day-Ahead Scheduling Process
By 0600 ERCOT will:
(1)	Complete forecasts of load for each hour of the next two days and will post this information on OASIS;
(2)	Determine the total Ancillary Service requirements for the each hour of the next two days and post these requirements on OASIS;
(3)	Allocate responsibility for Ancillary Services to each REP (aggregated to the QSE level);
(4)	Post the Transmission Loss requirement by interval for the next two days on OASIS.

By 1100 Accept and Validate Balanced Schedules:
(1)	QSEs must submit Balanced Schedules. 
(2)	Schedules will specify load obligation and resources by Settlement Interval and by zone for the next two days. Resources include generation from Power Generation Companies (PGCs) represented by that QSE and resource trades with other QSEs. Obligations include load of REPs represented by that QSE and trade obligations to other QSEs.
(3)	The Two-Day-Ahead Schedule requires a QSE to submit schedule information that covers the period that begins at 0000 of the following day and ends at midnight of the day after that; i.e., a full 48-hour schedule plus any adjustments to schedules of the current day. This schedule need not be rolled forward each hour to maintain a 48 hour advanced set of information. Rather, the next two-day schedule will be submitted at 1100 the next morning, thus adding 24 hours to ERCOT’s set of information. ERCOT’s Two-Day-Ahead Schedule information set may therefore vary from a maximum of 60 hours (when the Two-Day-Ahead Schedules  are first submitted) to a minimum of 36 hours (just prior to the next set of Two-Day-Ahead Schedules being submitted).
(4)	QSEs representing load-serving entities may schedule any Self-Arranged Ancillary Services according to ERCOT Protocol for the next two days.

By 1115 Match Schedules Completed:
(1)	ERCOT matches scheduled obligations and resources.
(2)	Review schedules submitted at 1100 and evaluate CSC Congestion based on Commercial Model only. ERCOT may receive TCRs if the Zonal Method of CSC cost allocation is in place.
(3)	ERCOT will notify market of congested CSCs and will indicate the amount of impact shown in schedules on each CSC.

By 1300 Adjusts and Day-Ahead Settlement:
(1)	QSEs have submitted adjustments to their Two Day-Ahead Balanced Schedules to resolve identified commercial congestion and unmatched schedules.
(2)	ERCOT will begin to process the schedules.
(3)	The processed schedules are saved to the settlement system as the Two-Day-Ahead Schedules.

By 1300 Receive all bids for RGS, RRS, and NSPR:
(1)	Receive Ancillary Services bids at 1300, excluding RPRS bids. 
(2)	Review updated schedules and evaluate CSC congestion based on Commercial Model only. ERCOT may receive TCRs if the Zonal Method of CSC cost allocation is in place.

By 1400 ERCOT purchases necessary Responsive, Regulation and Non-Spinning reserves to complete the Ancillary Services Plan for the next two days.

By 1430:
(1)	QSEs shall have submitted updated Resource Plans by generator including commitments for Ancillary Services on an hourly basis for the full market duration (next two days). 
(2)	ERCOT posts nonproprietary market information.
(3)	Close of market for receiving RPRS bids.

By 1630 ERCOT purchases any RPRS needed.
4.11. [bookmark: __RefHeading___Toc489362564]Dynamic Schedules
4.11.1. Purpose of Dynamic Schedules
Dynamic power signals are used by a QSE to allow the QSE to control generation to match a load in order to minimize the QSE’s exposure to the Balancing Energy market. 

4.11.2. Implementation Timeline for Dynamic Load Schedules

(1) Each QSE  that proposes to use Dynamic Schedules must submit a proposal of the Dynamic Schedule to ERCOT for analysis of congestion impacts and reliability in accordance with the ERCOT Operating Guides Protocol Attachment.
(2) Subject to number one above, any QSE that represents Opt-Out Utilities that own, have under construction, or have contractual rights to generation resources in multiple zones, as of May 1, 2000, may dynamically follow their load.
(3) ERCOT will approve other Dynamic Scheduling proposals by QSEs on a case by case basis. Approval will be based on the schedule’s impact on ERCOT’s ability to determine and manage congestion, ERCOT's ability to monitor generation and load behavior associated with the schedule and its impact on system reliability.
(4) New proposals for Dynamic Schedules within CSC zones will be considered after 6/1/2001 and across CSC zones after 1/1/2002. 

4.11.3. Appeal Process
Any appeal of ERCOT’s decision to disallow a proposed Dynamic Schedule will be handled through ERCOT’s ADR process outlined in Protocol Section 20.


4.11.4. Implementation Principles for Dynamic Load Schedules
(1)	All dynamic power signals must be sent to ERCOT in Real Time via telemetry.
Isn’t this true for the output of ALL generating resources greater than some threshold level, say 1 MW?
(2)	Each Dynamic Schedule must be tied to a load meter or group of load meters. This includes load that is calculated by subtracting interchange telemetry from actual generation telemetry, appropriately adjusted for T&D Losses.  A load or group of loads that is dynamically scheduled can only be followed by one QSE. 
(3)	Each Dynamic Schedule will indicate the dynamic power signal that will be used to create the final schedule.
(4)	Dynamic schedules tied to load meters (or groups of load meters) may be used between Congestion Zones.
(5)	One QSE sends a dynamic power signal or signals to ERCOT, and designates any other QSEs involved in the schedule. 
(6)	Each QSE with a Dynamic Schedule will include an estimate for the integration of the schedule for each settlement period in its schedules and plans submitted to ERCOT that must be matched with any other QSEs involved. These schedule integration estimates will be used for allocation of Replacement Ancillary Service costs. 
(7) ERCOT will integrate the dynamic power signal sent by a QSE for each Settlement Interval. This integrated signal will be used in settlement as the final schedule in place of the estimate that was sent. Dynamic schedules do not alter the settlement process for metered loads.
(8) On a loss of signal for any reason, ERCOT will use the last estimate for the integration of the schedule that was submitted by the QSE as the final schedule for settlement purposes.
(9)	ERCOT will use the dynamic power signal in each of the applicable QSE’s GSE equation. 
(10)	ERCOT will monitor GSE in Real Time, integrate GSE for each QSE during each settlement period, and post the result.
4.11.5. Responsibility Transfer (RspT) Schedules
Intra-zonal Responsibility Transfers (RspTs) will be implemented beginning on 1/1/02 unless it can be shown that ERCOT systems cannot accommodate these transfers without compromising reliability or settlement accuracy.  Each QSE that proposes to use an RspT schedule must submit a proposal of the RspT schedule to ERCOT for analysis of congestion impacts and reliability in accordance with the ERCOT Operating Guides Protocol Attachment.
RT Dynamic Schedules may be used to shift eligible resources from one QSE to another within the same CM Zone. The total energy scheduled from the two resources added together will not change. As the RspT Dynamic Schedules of one QSE changes there must be an equal and opposite change in the RspT schedule of the other QSE.
Only one of the QSEs will act as the controller of the Dynamic Schedule and will send a Real Time signal to ERCOT that represents that QSE’s current power commitment to the other QSE. The Dynamic Schedule of the other QSE will be adjusted correspondingly by ERCOT such that the total scheduled amount of resources from the two QSEs equals the total energy scheduled by the RT schedules prior to real time.
Each QSE should enter an inter-QSE trade to represent a RspT prior to the Operating Period. RspTs will meet the telemetry requirements of ERCOT and must be updated at a rate compatible with ERCOT frequency control system.
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